MARBORG

INDUSTRIAL DEVELOPMENT

El€amino Real

Estimated Building & Safety Division
Design Flood Elevation *(DFE) Determination
+ Base Flood Elevation (BFE)

*Estimated SFHA A Zones are not accurate for Flood Insurance purposes

Date of Evaluation: January 28, 2020
Structure Address: 2 South Quarantina Street
Owner Applicant:  John Cuykendall

Santa Barbara County Panel: 1391 of 1835 Panel #: 06083C1391J (to order a map)
FEMA NFIP Community: City of Santa Barbara Effective Date: 9/28/18
Number ¢ Panel ¢ Suffix: 060335 » 1391 « J (Insurance use) Map Revalidated: September 29, 2018

Building Use [ ] Employee Break Bldg [ ] xxx (] Historical
FIRM Zone(s) [X Estimated A Zone [] Floodway SFHA AE [] Pre-FIRM (xxxx)

Building Permit: BLD2020-00224
APN: 017-113-024
Email: jcuykendall @dudek.com
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NON RESIDENTIAL STRUCTURES - ESTIMATED A ZONE - *SIMPLIFIED APPROACH

Non Residential structures substantially improved or damaged may be required to elevate the building at or
above the DFE, exceptions may apply to existing portions built prior to Dec 15, 1978. All new or altered work
shall comply with FEMA flood mitigation requirements. *The Owner should consider a Site Specific
Engineering Analysis to obtain a BFE/DFE acceptable for flood insurance purposes.

References: 2016 CBC 1612, 2016 CRC R322, ASCE 24-14, and ASCE 7-10 Chapter 5.
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STRUCTURE(S) shown may not represent the buildings proposed.

BUILDING PERMITS are required before any new work, addition, or remodeling of structures occur in a
Special Flood Hazard Area (SFHA) - City of Santa Barbara Municipal Code MC 22.24.

FLOOD INSURANCE is required for Federally Financed structures located in a SFHA ‘A’, ‘AQ’, ‘AH’, ‘AE’ ‘D’
& ‘VE' zones. Flood Insurance is not required in ‘X’ & Shaded ‘X’ zones.

Chris Short, Senior Plan Check Engineer & Floodplain Coordinator
(805) 564-5551 cshort@santabarbaraca.gov

Community Development Department, Building & Safety Division
630 Garden Street, Santa Barbara, Ca. 93102
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/- SITE LOCATION

FLOODPLAIN DESIGN CRITERIA

This Project is located within a Special Flood Hazard Area (SFHA). The National Flood Insurance Program
(NFIP) requires special construction to mitigate flood damage of new & remodeled structures or additions
located in a SFHA.  This project’s design, engineering, work & materials shall comply with the NFIP
regulations (44 CFR parts 59-78) & S.B. City Municipal Code 22.24.160 ‘Floodplain Management.”

Additional design clarification is contained in the NFIP Technical Bulletins TB 1 thru 11.
See www.fema.gov/fima/techbul.shtm or copies maybe reviewed at Building & Safety.

a) BFE & Plan Datum (1988) = 155 ft (Specify one only; NGVD or NAVD)
b) Under floor grade elevation = 16.5 ft (Top of bottom floor)

¢) Lowest finish floor elevation = 16.5ft (Top of next higher floor)

d) Attached garage lowest floor = N/A (Top of slab)

e) Lowest equipment elevations = 15.6 ft (AC condenser, elect, mech, ducts, etc.)
f) Lowest adjacent finish grade = 14.5 ft (LAG at building / attached structures)

g) Highest adjacent finish grade = 16.48 ft (HAG at building / attached structures)
N/A

h) Number of flood vents = (locations allows flow thru)

1) Net free area of flood vents N/A (sqg. inches)

ELEVATION CERTIFICATE(S) FEMA FORM 81-31. FEB 09

(Required during Construction, Not Plan Check)

FEMA ELEVATION CERTIFICATE(S), shall be completed by a licensed surveyor or civil engineer &
submitted to the Building Department for EACH new building, addition or substantial improvement.

a) PRIOR TO FOUNDATION POUR: The 1st ELEVATION CERTIFICATE(S) is required:
Verification is required that the top of all foundation forms are set to effectively raise required finish
floor(s) & ancillary equipment pads at or above the BFE.

All supporting materials located below the BFE shall be flood resistant per NFIP regulations.

b) PRIOR TO CONSTRUCTION SIGN OFF: a final Elevation certificate(S) 1s required after installation
of all site related flood elements.
Upon installation of all elements required to be elevated at or above the BFE: floors, electrical &
mechanical equipment, etc., a final certificate shall be submitted to the Building Department verifying
compliance.

c) FIELD REVISIONS which affect the floodplain requirements shall not be made without first obtaining a
revision permit from the City.

WET FLOODPROOFING CERTIFICATE(S) FEMA Form 086-0-34 (6-15)

(Required after Construction & Prior to Certificate of Occupancy)

d) FEMA FLOODPROOFING CERTIFICATE(S), are required to be completed by the design
professional & submitted to the Building Department for EACH new building, addition or substantial
improvement.

ARCHITECT / DESIGNER COMPLIANCE CERTIFICATION

I hereby certify that these drawings, engineering and specifications are in full compliance with all NFIP and
City flood damage mitigation regulations as outlined in the first paragraph.
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Architect / Designer Date

SWMP IMPERVIOUS BREAKDOWN

SCOPE OF WORK:

NEW DEVELOPMENT OF A NON-RESIDENTIAL SINGLE STORY 3,306 GROSS SQUARE FOOT LIGHT
INDUSTRIAL BUILDING COMPRISED OF A RECEIVING AREA, BREAK AREA, AND RESTROOMS. THE
PROJECT WILL ALSO INCLUDE SIX (6) SURFACE PARKING SPACES, OF WHICH ONE SPACE IS VAN

ACCESSIBLE, AND ONE IS EVCS READY, ONE (1) SHORT TERM BICYCLE RACK, AND (1) LONG

TERM BICYCLE LOCKER, A 102 SQUARE FOOT TRASH ENCLOSURE, TWO STAGING AREAS FOR

EQUIPMENT AND VEHICLES AND PERIMETER FENCING AND PLANTERS.

STORM WATER MANAGEMENT PLAN (SWMP): ALL PROPOSED CONSTRUCTION SHALL COMPLY

WITH THE CITY OF SANTA BARBARA'S BEST MANAGEMENT PRACTICES. STORM WATER

POLLUTION PREVENTION BMP'S TO BE USED INCLUDE: SILT FENCE SE-1, STREET SWEEPING &

VACUUMING SE-7, STABILIZED CONSTRUCTION ENTRANCE TC-1, AND MATERIAL DELIVERY &
STORAGE AREA CONSTRUCTION STAGING AREA WM-1. SEE CIVIL SHEET C4.0 FOR STORM
WATER BMP DETAILS AND FURTHER DESCRIPTION OF THE EROSION CONTROL PLAN, TYP.

TIER 3 SWMP COMPLIANCE: SEE CIVIL SHEET C2.0

ON SITE SWMP BMPs WILL INCLUDE UNDERGROUND RETENTION CHAMBERS.
OFF SITE SWMP BMPs WILL INCLUDE BIORETENTION AREAS IN THE PUBLIC RIGHT OF WAY.

AN AUTOMATIC FIRE SPRINKLER SYSTEM AND FIRE ALARM MONITORING SYSTEM ARE

REQUIRED, AND ARE UNDER SEPARATE PERMIT.

ON-SITE SERVICE CONNECTIONS FOR UTILITIES THAT SERVE THIS PROPERTY, AND ALL SITE

UTILITIES SHALL BE SHALL PLACED BE UNDERGROUND AS PER CITY OF SB MUNICIPAL CODE

CHAPTER 22.38.

THE PROPOSED PROJECT IS CONSISTENT WITH EXISTING ZONING, GENERAL PLAN AND THE
CURRENT AND LOCAL COASTAL PLAN DESIGNATIONS. THE PROPERTY IS ZONED M-1/SD-3 -
LIGHT MANUFACTURING COASTAL OVERLAY ZONE (NON-APPEALABLE).

APPLICATIONS REQUESTED

COASTAL DEVELOPMENT PERMIT (CDP2019-00033)
PUBLIC WORKS CONSTRUCTION PERMIT

DEDICATION OF SIDEWALK EASEMENT

NEW WATER AND/OR SEWER SERVICE CONNECTIONS
BUILDING PERMIT

Dok

CODES

BUILDING DESIGNED IN ACCORDANCE WITH THE FOLLOWING:

2019 CALIFORNIA RESIDENTIAL CODE (CRC)

2019 CALIFORNIA ADMINISTRATIVE CODE (CAC)

2019 CALIFORNIA BUILDING CODE (CBC)

2019 CALIFORNIA ELECTRICAL CODE (CEC)

2019 CALIFORNIA MECHANICAL CODE (CMC)

2016 CALIFORNIA PLUMBING CODE (CPC)

2019 CALIFORNIA ENERGY CODE

2019 CALIFORNIA FIRE CODE (CFC)

2019 CALIFORNIA EXISTING BUILDING CODE

2019 CALIFORNIA GREEN BUILDING STANDARDS CODE
2019 CALIFORNIA REFERENCED STANDARDS CODES
SBMC 22.24 FLOODPLAIN MANAGEMENT ORDINANCE
FEMA TECHNICAL BULLETINS

FEMA PUBLICATIONS

NFPA 17 - DRY CHEMICAL EXTINGUISHING SYSTEMS
NFPA 72 - NATIONAL FIRE ALARM CODES

NFPA 2001 - CLEAN AGENT FIRE EXTINGUISHING SYSTEMS
ASWCE 24-14

DESIGN REVIEW APPROVAL BY ABR (06-01-2020 CONTINUATION TO PC)

AND ALL AMENDMENTS AS ADOPTED IN CITY OF SANTA BARBARA

MUNICIPAL ORDINANCES 5639

BEST MANAGEMENT PRACTICES FOR CONSTRUCTION ACTIVITIES:

PROJECT TEAM
OWNER: ARCHITECT:
MARBORG INDUSTRIES
P.O. BOX 4127 RJC INC.

SANTA BARBARA, CA 93140
(805) 963-1852

CIVIL ENGINEER / LANDSCAPE ARCHITECT:
RRM DESIGN GROUP
10 EAST FIGUEROA ST., SUITE 1
SANTA BARBARA, CA93101
(805) 963-8283

STRUCTURAL ENGINEER:
DOYLE-MORGAN STRUCTURAL ENGINEERING INC.
2040 ALAMEDA PADRE SERRA, SUITE 101
SANTA BARBARA, CA 93103
(805) 569-1134

MECHANICAL ENGINEER:
JVA MECHANICAL ENGINEERING
10450 TELEGRAPH ROAD
VENTURA, CA 93004
(805) 674-6842

ELECTRICAL ENGINEER:
JMPE ELECTRICAL ENGINEERING & LIGHTING DESIGN
156 WEST ALAMAR AVENUE
SANTA BARBARA, CA 93105
(805) 569-9216

P.O. BOX 60202
SANTA BARBARA, CA 93160-0202
(805) 692-9477

GROSS LOT AREA:

SETBACKS:
FRONT (QUARANTINA STREET)
SIDE (EAST)
SIDE (QUINIENTOS STREET)
REAR (SOUTH)

SITE DATA:

SITE LOCATION

THE FOLLOWING SHALL BE CONSIDERED REQUIREMENTS FOR THIS PROJECT.

ERODED SEDIMENTS AND OTHER POLLUTANTS MUST BE RETAINED ON SITE AND MAY NOT
BE TRANSPORTED FROM THE SITE VIA SHEET FLOW, SWALES, AREA DRAINS, NATURAL

DRAINAGE COURSES OR WIND.

STOCKPILES OF EARTH AND OTHER CONSTRUCTION RELATED MATERIALS MUST BE PROTECTED
FROM BEING TRANSPORTED FROM THE SITE BY THE FORCES OF WIND OR WATER.

FUELS, OILS, SOLVENTS AND OTHER TOXIC MATERIALS MUST BE STORED IN ACCORDANCE WITH
THEIR LISTING AND ARE NOT TO CONTAMINATE THE SOIL AND SURFACE WATERS. ALL
APPROVED STORAGE CONTAINERS ARE TO BE PROTECTED FROM THE WEATHER. SPILLS MUST
BE CLEANED UP IMMEDIATELY AND DISPOSED OF IN A PROPER MANNER. SPILLS MAY NOT BE

WASHED INTO THE DRAINAGE SYSTEM.

NON-STORMWATER RUNOFF FROM EQUIPMENT AND VEHICLE WASHING AND ANY OTHER

ACTIVITY SHALL BE CONTAINED AT THE PROJECT SITE.

EXCESS OR WASTE CONCRETE MAY NOT BE WASHED INTO THE PUBLIC WAY OR ANY OTHER
DRAINAGE SYSTEM. PROVISIONS SHALL BE MADE TO RETAIN CONCRETE WASTES ON SITE UNTIL

THEY CAN BE DISPOSED OF AS SOLID WASTE

TRASH AND CONSTRUCTION RELATED SOLID WASTES MUST BE DEPOSITED INTO A COVERED
RECEPTACLE TO PREVENT CONTAMINATION OF RAINWATER AND DISPERSAL BY WIND.

SEDIMENTS AND OTHER MATERIALS MAY NOT BE TRACKED FROM THE SITE BY VEHICLE
TRAFFIC. THE CONSTRUCTION ENTRANCE ROADWAYS MUST BE STABILIZED SO AS TO INHIBIT
SEDIMENTS FROM BEING DEPOSITED INTO THE PUBLIC WAY. ACCIDENTAL DEPOSITIONS MUST
BE SWEPT UP IMMEDIATELY AND MAY NOT BE WASHED DOWN BY RAIN OR OTHER MEANS.

ANY SLOPES WITH DISTURBED SOILS OR DENUDED OF VEGETATION MUST BE STABILIZED SO AS

TO INHIBIT EROSION BY WIND AND WATER.

SPECIAL INSPECTIONS AND STRUCTURAL OBSERVATIONS :

TBD

INSPECTIONS SHALL BE CALLED IN BY CONTRACTOR FOR INSPECTION 72 HOURS PRIOR TO

NEEDED INSPECTION.
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SECTION CUT SYMBOL

ROOM NAME & NUMBER

SITE DEVELOPMENT:
LOT SIZE

PRE-EXISTING SITE COVERAGE (DEMOLISHED UNDER PERMIT # BLD2019-06187)

SITE SUMMARY
PROJECT ADDRESS:
2 QUARANTINA STREET, SANTA BARBARA, CA 93103
APN: 017-113-024
ZONING: M-1/SD-3
GENERAL PLAN NEIGHBORHOQD: EAST BEACH
GMP DEVELOPMENT AREA: DOWNTOWN
EXISTING COASTAL PLAN LAND USE: INDUSTRIAL
HIGH FIRE: NO
FEMA FLOOD ZONE: A
SWMP COMPLIANCE: TIER 3
CONSTRUCTION TYPE: --
PROPOSED OCCUPANCY: B &F-1
GRADING PROPOSED:
CUT OUTSIDE BUILDING 2,100 CY
FILL OUTSIDE BUILDING 70 CY
CUT UNDER BUILDING 50 CY
FILL UNDER BUILDING 0 CY

1.26 +/- ACRES

T
g
.
.

54,699 SQ. FT. (1.26+/- ACRE)

BUILDING (GROSS) 3,433 SQ. FT.
PROPOSED SITE COVERAGE:
BUILDING (GROSS) 3,306 SQ. FT. 6.04%
TRASH ENCLOSURE 102 SQ.FT. 0.19%
HARDSCAPE 489 SQ. FT. 0.89%
LANDSCAPE 6,701 SQ. FT. 12.25%
INTERNAL PAVING (PARKING, DRIVEWAYS, PEDESTRIAN) 44,101 SQ. FT. 80.63%
TOTAL SITE AREA 54,699 SQ. FT. 100%
GRADING:
< 2% SLOPE
BUILDING AREAS:
PROPOSED NET AREA 3,151 SQ. FT.
TOTAL 3,151 SQ. FT.
PARKING REQUIREMENTS:
PROPOSED BUILDING 3,151 SQ. FT. /500
REQUIRED VEHICLE PARKING 6 SPACES
PROPOSED VEHICLE PARKING 6 SPACES

REQUIRED BICYCLE PARKING

(1) LONG TERM/ (7) VEHICLE SPACES

PROPOSED BICYCLE PARKING (2) SHORT TERM, (1) LONG TERM SPACES

PROPOSED VEHICLE PARKING:

ACCESSIBLE PARKING SPACES 1
EVCS READY PARKING SPACES 1
STANDARD PARKING SPACES 4
TOTAL SPACES 6
TRUCK TRAILER 0
SHEET INDEX:

TITLE SHEET T1.0
DEMOLITION PLAN C1.0
GRADING AND DRAINAGE PLAN C2.0
SITE SECTIONS C2.1
UTILITY PLAN C3.0
EROSION CONTROL PLAN C4.0
NOTICE OF VIOLATION C5.0
CONCEPTUAL REFERENCES A0.01
SITE PLAN A0.02
ENLARGED SITE PLAN - SIDEWALK & SECTIONS A0.03
PREFAB FENCE WALL SYSTEM DETAILS

FLOOR PLAN A1.01
BICYCLE PARKING PLANS A1.02
ELEVATIONS A2.01
ELEVATIONS A2.02
PERSPECTIVES A3.01
PERSPECTIVES A3.02
PERSPECTIVES A3.03
GENERAL NOTES, SYMBOLS, FIXTURE SCHEDULE EO.1
PHOTOMETRIC SITE LIGHTING PLAN E1.1
OUTDOOR LIGHTING COMPLIANCE FORMS EO-2
PHOTOMETRIC SITE LIGHTING PLAN E1.1
LANDSCAPE PLAN L1.0
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TITLE SHEET
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2 SOUTH QUARANTINA STREET

MARBORG

INDUSTRIAL DEVELOPMENT

Revisions:

10/08/2020

Date:

Scale: AS NOTED

-
C
Q
£
Q
(®)]
]
C
©

=
C

e,

-
(&
>

=
n
C
)

o

o3
c

2
(%))
O]

o

TEL: (805) 692-9477
FAX: (805) 585-3310
E-MAIL: rcoles@rjc-inc.com

P.O. BOX 60202

CA

Santa Barbarag,

93103

EO

RJC File Number:

Drawn by:

Project: MARBORG QUARANTINA

ATTACHMENT 2

SANTA BARBARA, CA

INc 93160 - 0202
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2019.16

NOT FOR CONSTRUCTION
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PROJECT DEMOLITION NOTES:

REMOVE AND DISPOSE OF ALL STRUCTURES, CONCRETE, AND AC
PAVEMENT WITHIN PROPERTY LIMITS. INCLUDE SHEDS, STORAGE AREAS,
FENCES {NOT PROPERTY LINE FENCES), AND ANY REMAINING ONSITE DEBRIS.

EXCAVATE AND REMOVE ALL ONSITE UTILITIES TO PROPERTY LIMITS. CAP
UTILITIES AT PROPERTY LINE.

GENERAL DEMOLITION NOTES:

10.

I L

12.

13.

CONTRACTOR SHALL NOT COMMENCE DEMOLITION UNTIL THE CONTRACTOR
RECEIVES DEMOLITION PERMITS.

DEMOLISH INDICATED STRUCTURES AND APPURTENANCES IN AN ORDERLY
AND CAREFUL MANNER.

REMOVE DEMOLISHED MATERIALS FROM SITE AS WORK PROGRESSES.
DISCONNECT, CAP, AND/OR REMOVE EXISTING UTILITIES IN ACCORDANCE
WITH EACH UTILITY COMPANY'S PROCEDURES AND CITY OF SANTA BARBARA
BUILDING CODES.

COMPLY WITH ANSI A10.6 "SAFETY CONDITIONS FOR DEMOLITION" PUBLISHED
BY THE AMERICAN NATIONAL STANDARDS INSTITUTE.

CONDUCT DEMOLITION TO MINIMIZE INTERFERENCE WITH SURROUNDING
AREAS.

PROVIDE, ERECT, AND MAINTAIN TEMPORARY BARRIERS AND SECURITY
DEVICES AS REQUIRED BY CODE.

CONDUCT OPERATIONS WITH MINIMUM INTERFERENCE TO PUBLIC OR PRIVATE
THOROUGHFARES. MAINTAIN PROTECTED INGRESS AND EGRESS AT ALL TIMES.
DO NOT CLOSE OR OBSTRUCT ROADWAYS OR SIDEWALKS WITHOUT PERMITS.

CONDITIONS AT THE JOB SITE SHALL BE VERIFIED BY THE CONTRACTOR PRIOR
TO DEMOLITION.

CONTRACTOR TO IDENTIFY THE LOCATION OF DISCONNECTED OR CAPPED
UNDERGROUND UTILITIES.

ELECTRIC OR GAS LINE CUTTING SHALL NOT BE DONE ON SITE WITHOUT A
WRITTEN PERMIT ISSUED BY THE CITY FIRE MARSHALL.

REMOVE THE DEMOLISHED MATERIAL FROM THE SITE IN A LEGAL MANNER.

BURNING OF MATERIAL AND/OR USE OF EXPLOSIVES ARE NOT PERMITTED
ONSITE.

DEMOLITION PERMIT

A DEMO PERMIT (BLD2019-06187) WAS ISSUED ON JUNE 17, 2019 TO
REMOVE UNPERMITTED STORAGE AREAS, SHEDS, COVERED AREAS,
WATER/ELECTRICAL CONNECTIONS TO REMEDY THE VIOLATIONS
NOTED IN THE CITY BUILDING & SAFETY NOTICE OF VIOLATION LETTER
DATED 2/1/18, AND DEMOLISH THE EXISTING 3,433 SQUARE-FOOT
SINGLE STORY LIGHT INDUSTRIAL/OFFICE BUILDING AND ONSITE TREES,
WITH EXCEPTION OF STREET AND FRONT SETBACK TREES.

CONSTRUCTION NOTES:

REMOVE EXISTING PERMANENT STRUCTURE.
REMOVE EXISTING STORAGE CONTAINER.
REMOVE EXISTING TREE.

LEGEND
= == =  PROPERTY LINE
9 2 EXISTING CHAIN LINK FENCE
— — — W= = = EXISTING WATER LINE
T T T % T T T EXISTING SANITARY SEWER LINE
—— — — 0 — — ——  EXISTING STORM SEWER LINE

NORTH

0 20 40 60 feet

1"=20"
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DESIGN
DEVELOPMENT
(NOT FOR
CONSTRUCTION)
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IMPORT/EXPORT:

0 CY/[2180 Y

QUANTITY ESTIMATES ON THESE PLANS ARE TO BE USED FOR PERMIT PURPOSES ONLY. [T IS THE RESPONSIBILITY
OF THE CONTRACTOR TO VERIFY ACTUAL QUANTITIES FOR THE PURPOSE OF CONSTRUCTION.

THE RAW EARTHWORK QUANTITIES SHOWN HEREON REPRESENT THE ESTIMATED VOLUMETRIC DIFFERENCE
BETWEEN THE PROPOSED ROUGH GRADE AND THE LIMITED TOPOGRAPHIC EXISTING GRADES. THESE ESTIMATES
DO NOT MAKE CONSIDERATIONS FOR LOSSES OR BULKING DUE TO: SHRINKAGE, SOIL AMENDMENTS,
STABILIZATION, CONSTRUCTION TECHNIQUE, FOOTING & TRENCHING SPOILS, ETC. THESE, IN ADDITION TO
ACTUAL FIELD CONDITIONS, CONSTRUCTION TECHNIQUE AND THE FINAL RECOMMENDATIONS OF THE SOILS
ENGINEER MAY SIGNIFICANTLY EFFECT THE FINAL IMPORT/EXPORT QUANTITIES.

FEED CONNECTOR WHERE SPECIFIED

RECHARGER 150XLHD
HEAVY DUTY CHAMBER

12.0" MIN.

CULTEC NO. 410 NON-WOVEN GEOTEXTILE
AROUND STONE. TOP AND SIDES ARE
MANDATORY; BOTTOM PER ENGINEER'S DESIGN
PREFERENCE

~ 8.0"[203mm] MIN. FOR PAVED
10.0" [254mm] MIN. FOR UNFPAVED

CULTEC HVLY FC-24
1-2 INCH [25-50mm] WASHED,
CRUSHED STONE
PAVEMENT OR FINISHED GRADE
12.0' [3.66m] MAX. MIN. 95% COMPACTED FILL
COVER DEPTH 7
bz 7 . 14.2

7 T, 7 I 7 7
i o 13.54
e o0 j‘% m ﬁ% F 6.0" MIN.
)J ",, 13.04
) / 18.5"
TRLSL LT .'.a-".- Tt o i 115

1
/
|

e 33.0" —— =

U

39.0
-
CENTER TO CENTER

CULTEC NO. 4800 WOVEN GEOTEXTILE TO BE PLACED
BENEATH INTERNAL MANIFOLD FEATURE AND BENEATH

OVEREXCAVATE TOP 1 OF SOIL AND ALL INLET/OUTLET PIPES (FOR SCOUR PROTECTION)

AMEND WITH 3" COARSE SAND
COMPACT SUBGRADE TO 90%

( A )CULTEC STORMWATER CHAMBERS

SCALE:

N.T.S

BIORETENTION SOILMi g
(SEE NOTE 3) s

. b *
7 N
\ o &
™ 3

s T N
A
\& b ik

4 \\

>,< GRAVEL MULCH PER
LANDSCAPE

AN S0
NS
\ N

00 0-0-0-0;

NO. 2 S/T{)/N%Q/‘}M‘}

NOTES:
OVER-EXCAVATE 1.0' BELOW INFILTRATION BOTTOM AND REPLACED UNIFORMLY WITHOUT

1.

2.

3.

4.

COMPACTION.

ALL STONE MATERIAL SHALL BE WASHED, OPEN-GRADED (NO SAND), CRUSHED (ANGULAR)

AGGREGATE.

BIORETENTION SOIL MIX SHALL BE 40 TO 70% SAND, 15 TO 25% COMPOST, AND 10 TO 20% CLEAN
TOPSOIL. THE ORGANIC CONITENT SHALL BE 8 TO12% AND PH RANGE SHALL BE 5.5 TO 7.5.
EXTEND DEEPENED CURB DETAIL &' BEYOND BOTH SIDES OF BIORETENTION AREA.

( R }PARKWAY BIORETENTION SECTION
SCALE: N.T.S

(=¥

| —  560-C-5000
CONCRETE PAVEMENT
FCC

T
% %ww%w%é@%%%@@
e saicies e

SOIL SUBGRADE, 8". COMFPACTED TO
RELATIVE COMPACTION.

NOTES:

AGGREGATE

T LYY T e rr oS senoine Course No. &
90%

1. STONE MATERIAL SHALL BE WASHED, OPEN-GRADED (NO SAND),
CRUSHED (ANGULAR) AGGREGATE.
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LEGEND

CONSTRUCT 8" THICK CONCRETE OVER 9" AGGREGATE BASE PER
DETAIL 'C’, THIS SHEET.

PROPOSED UNDERGROUND STORMW ATER CHAMBERS PER DETAIL

PROPOSED STORM DRAIN CATCH BASIN.

PROPOSED 6" STORM DRAIN AT 1.0% MINIMUM SLOPE

PROPOSED PARKWAY BIO-RETENTION PER DETAIL 'B', THIS SHEET.

PROPOSED ACCESSIBLE CURB RAMP PER CITY STANDARD H-07.3.

PROPOSED CONCRETE SIDEW ALK.

PROPOSED COMMERCIAL DRIVEWAY.

6" CURB AND 18" GUTTER. REPLACE AS NECESSARY.
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CONSTRUCTION NOTES:

@ PROPOSED 3" DOMESTIC WATER CONNECTION WITH BACKFLOW

@ PROPOSED &" FIRE WATER CONNECTION WITH BACKFLOW

@ PROTECT AND RE-USE EXISTING SEWER SERVICE

0 SALVAGE EXISTING 1" WATER METER FOR IRRIGATION
PROPOSED STORM DRAIN CATCH BASIN

e PROPOSED &' STORM DRAIN AT 1.0% MINIMUM SLOPE
< : D PAINT 30 FEET OF RED CURB

e PAINT 5 FEET OF RED CURB

UTLITY NOTE:

ALL UTILITIES: POWER, TELEPHONES, CABLE TV, SERVING THE PROPOSED PROJECT (INCLUDING
POLES LOCATED ON SUBJECT PROPERTIES), SHALL BE PLACED UNDERGROUND AS REQUIRED
BY CITY OF SANTA BARBARA MUNICIPAL CODE CHAPTER 22.38.
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STEEL OR

WOOD POST FILTER MIESH

MATERIAL ATTACHED
TS POSTS AND
EXTENDED INTC
TREMCH

4" x 4"
TREMCH

2 - INSTALL FILTER FABRIC

SILT FENCE

STEEL OR
WoOD POST

ANCHORED IN
TREMCH

COMPACTED
BACKFILL
RUMGFF

4 - CROSS SECTION OF
INSTALLED FILTER FABRIC

? FILTER mMATERIAL

3 - BACKFILL TRENCH

SILT FENCE INSTALLATION

N.T.S.

CONSTRUCTION SPECIFICATIONS:

THE HEIGHT OF A SILT FENCE SHALL NOT EXCEED 346 INCHES (0.9 M). STORAGE
HEIGHT AND PONDING HEIGHT SHALL NEVER EXCEED 18 INCHES {0.5 M).

THE FENCE LINE SHALL FOLLOW THE CONTOUR AS CLOSELY AS POSSIBLE. IF
POSSIBLE, THE FILTER FABRIC SHALL BE CUT FROM A CONTINUOUS ROLL TO
AVOID THE USE OF JOINTS.

JOINTS, WHEN NECESSARY, SHALL BE SPLICED ONLY AT A SUPPORT POST, WITH
A MINIMUM 6 INCH (0.2 M) OVERLAP AND BOTH ENDS SECURELY FASTENED
TO THE POST.

FOSTS SHALL BE SPACED A MAXIMUM OF 10 FEET {3.1 M] APART AND DRIVEN
SECURELY INTO THE GROUND (MINIMUM OF 12 INCHES (0.3M}). WHEN
EXTRA-STRENGTH FABRIC IS USED WITHOUT THE WIRE SUPPORT FENCE, POST
SPACING SHALL NOT EXCEED & FEET (1.8 M).

TURN THE ENDS OF THE FENCE UPHILL.

A TRENCH SHALL BE EXCAVATED APPROXIMATELY 4 INCHES {101 MM) WIDE
AND & INCHES (0.2 M) DEEP ALONG THE LINE OF POSTS AND UP-SLOPE FROM
THE BARRIER.

WHEN STANDARD-STRENGTH FILTER FABRIC IS USED, A WIRE MESH SUPPORT
FENCE SHALL BE FASTENED SECURELY TO THE UP-SLOPE SIDE OF THE PQOSTS
USING HEAVY DUTY WIRE STAPLES AT LEAST 1 INCH {25.4 MM) LONG, TIE WIRES
OR HOG RINGS. THE WIRE SHALL EXTEND INTO THE TRENCH A MINIMUM OF 2
INCHES (51MM) ABOVE THE ORIGINAL GROUND SURFACE. FILTER FABRIC
SHALL NOT BE STAPLED TO EXISTING TREES.

WHEN EXTRA-STRENGTH FILTER FABRIC AND CLOSER POST SPACING ARE
USED, THE WIRE MESH SUPPORT FENCE MAY BE ELIMINATED. IN SUCH A CASE,
THE FILTER FABRIC IS STAPLED OR WIRED DIRECTLY TO THE POSIS.

THE TRENCH SHALL BE BACKFILLED AND THE SOIL COMPACTED OVER THE TOE
OF THE FILTER FABRIC.

SILT FENCES PLACED AT THE TOE OF A SLOPE SHALL BE SET AT LEAST 6 FEET (1.8
M) FROM THE TOE IN ORDER TO INCREASE PONDING VOLUME.

SILT FENCES SHALL BE REMOVED WHEN THEY HAVE SERVED THEIR USEFUL
PURPOSE, BUT NOT BEFORE THE UPSLOPE AREA HAS BEEN PERMANENTLY
STABILIZED AND ANY SEDIMENT STORED BEHIND THE SILT FENCE HAS BEEN
REMOVED.

INSPECTION AND MAINTENANCE:

SILT FENCES AND FILTER BARRIERS SHALL BE INSPECTED WEEKLY AFTER FACH
SIGNIFICANT STORM (1 INCH (25.4 MM) IN 24 HOURS). ANY REQUIRED REPAIRS
SHALL BE MADE IMMEDIATELY.

SEDIMENT SHOULD BE REMOVED WHEN IT REACHES /4 HEIGHT OF THE FENCF
OR 9 INCHES (0.3 M) MAXIMUM.

THE REMOVED SEDIMENT SHALL CONFORM WITH THE EXISTNG GRADE AND BE
VEGETATED OR OTHERWISE STABILIZED.

STORM WATER POLLUTION PREVENTION BMP'S

BMP* NAME SYMBOL
SE-1 SILT FENCE * 8 8
SE-7 STREET SWEEPING & VACUUMING e

CONSTRUCTION STAGING AREA

* REFERS TO BMP DESIGNATION GIVEN IN THE CASQA
STORMWATER BEST MANAGEMENT PRACTICE
CONSTRUCTION HANDBOQK. SEE HANDBOOK FOR BMP

TC-1 STABILIZED CONSTRUCTION ENTRANCE

WM-1 MATERIAL DELIVERY & STORAGE AREA %

DETAILS AND IMPLEMENTATION STRATEGIES.

SCALE: N.T.S.

CONTRACTOR'S NOTES:

1.

CONTRACTOR SHALL PREVENT WATER CONTAMINATION DURING CONSTRUCTION BY
IMPLEMENTING THE FOLLOWING CONSTRUCTION SITE MEASURES:

ALL ENTRANCES/EXITS TO THE CONSTRUCTION SITE SHALL BE STABILIZED USING METHODS
DESIGNED TO REDUCE TRANSPORT OF SEDIMENT OFF SITE.

STABILIZING MEASURES MAY INCLUDE BUT ARE NOT LIMITED TO USE OF GRAVEL PADS,
STEEL RUMBLE PLATES, TEMPORARY PAVING, ETC.

ANY SEDIMENT OR OTHER MATERIALS TRACKED OFF SITE SHALL BE REMOVED THE SAME
DAY AS THEY ARE TRACKED USING DRY CLEANING METHODS.

ENTRANCES/EXITS SHALL BE MAINTAINED UNTIL GRADED AREAS HAVE BEEN STABILIZED BY
STRUCTURES, LONG-TERM EROSION CONTROL MEASURES OR LANDSCAPING.

APPLY CONCRETE, ASPHALT, AND SEAL COAT ONLY DURING DRY WEATHER.

COVER STORM DRAINS AND MANHOLES WITHIN THE CONSTRUCTION AREA WHEN PAVING
OR APPLYING SEAL COAT, SLURRY, FOG SEAL, ETC.

STORE, HANDLE AND DISPOSE OF CONSTRUCTION MATERIALS AND WASTE SUCH AS PAINT,
MORTAR, CONCRETE SLURRY, FUELS, ETC. IN A MANNER WHICH MINIMIZES THE POTENTIAL
FOR STORM WATER CONTAMINATION.

WITHIN 30 DAYS OF COMPLETION OF GRADING ACTIVITIES, CONTRACTOR SHALL USE
HYDRQO-SEED, STRAW BLANKETS, GEOQTEXTILE BINDING FABRICS OR OTHER P&D APPRQOVED
METHODS AS NECESSARY TO HOLD SLOPE SOILS UNTIL LANDSCAPE VEGETATION IS
ESTABLISHED. P&D MAY REQUIRE THE RESEEDING OF SURFACES GRADED FOR THE PLACEMENT
OF STRUCTURES IF CONSTRUCTION DOES NOT COMMENCE WITHIN 30 DAYS OF GRADING.

CONTRACTOR SHALL DESIGNATE A CONSTRUCTION EQUIPMENT FILLING AND STORAGE
AREA(S) TO CONTAIN SPILLS, FACILITATE CLEAN-UP AND PROPER DISPOSAL AND PREVENT
CONTAMINATION FROM DISCHARGING TO THE STORM DRAINS, STREET, DRAINAGE DITCHES,
CREEKS, OR WETLANDS. THE AREAS SHALL BE NO LARGER THAN 50 X 50 FOQOT UNLESS
OTHERWISE APPROVED BY P&D AND SHALL BE LOCATED AT LEAST 100 FEET FROM ANY STORM
DRAIN, WATER BODY OR SENSITIVE BIOLOGICAL RESOURCES.

GRADING AND EROSION AND SEDIMENT CONTROL PLANS SHALL BE DESIGNED TO MINIMIZE
EROSION DURING CONSTRUCTION AND SHALL BE IMPLEMENTED FOR THE DURATION OF THE
GRADING PERIOD AND UNTIL RE-GRADED AREAS HAVE BEEN STABILIZED BY STRUCTURES,
LONG-TERM EROSION CONTROL MEASURES OR PERMANENT LANDSCAPING.

THESE MEASURES ARE REQUIRED FOR ALL PROJECTS INVOLVING EARTHMOVING ACTIVITIES
REGARDLESS OF THE PROJECT SIZE OR DURATION. PROPER IMPLEMENTATION OF THESE
MEASURES IS ASSUMED TO FULLY MITIGATE FUGITIVE DUST EMISSIONS. DURING CONSTRUCTION,
USE WATER TRUCKS OR SPRINKLER SYSTEMS TO KEEP ALL AREAS OF VEHICLE MOVEMENT DAMP
ENOUGH TO PREVENT DUST FROM LEAVING THE SITE. AT A MINIMUM, THIS SHOULD INCLUDE
WETTING DOWN SUCH AREAS IN THE LATE MORNING AND AFTER WORK IS COMPLETED FOR
THE DAY. INCREASED WATERING FREQUENCY SHOULD BE REQUIRED WHENEVER THE WIND
SPEED EXCEEDS 15 MPH. RECLAIMED WATER SHOULD BE USED WHENEVER POSSIBLE. HOWEVER,
RECLAIMED WATER SHOULD NOT BE USED IN OR AROUND CROPS FOR HUMAN
CONSUMPTION. MINIMIZE AMOUNT OF DISTURBED AREA AND REDUCE ON SITE VEHICLE SPEEDS
TO 15 MPH OR LESS. IF IMPORTATION, EXPORTATION AND STOCKPILING OF FILL MATERIAL IS
INVOLVED, SOIL STOCKPILED FOR MORE THAN TWO DAYS SHALL BE COVERED, KEPT MOIST, OR
TREATED WITH SOIL BINDERS TO PREVENT DUST GENERATION. TRUCKS TRANSPORTING FILL
MATERIAL TO AND FROM THE SITE SHALL BE TARPED FROM THE POINT OF ORIGIN. GRAVEL PADS
SHALL BE INSTALLED AT ALL ACCESS POINTS TO PREVENT TRACKING OF MUD ONTQO PUBLIC
ROADS. AFTER CLEARING, GRADING, EARTH MOVING OR EXCAVATION IS COMPLETED, TREAT
THE DISTURBED AREA BY WATERING, OR REVEGETATING, OR BY SPREADING SQOIL BINDERS UNTIL
THE AREA IS PAVED OR OTHERWISE DEVELOPED SO THAT DUST GENERATION WILL NOT OCCUR.

THE CONTRACTOR OR BUILDER SHALL DESIGNATE A PERSON OR PERSONS TO MONITOR THE
DUST CONTROL PROGRAM AND TO ORDER INCREASED WATERING, AS NECESSARY, TO
PREVENT TRANSPORT OF DUST OFFSITE. THEIR DUTIES SHALL INCLUDED HOLIDAY AND WEEKEND
PERIODS WHEN WORK MAY NOT BE IN PROGRESS. THE NAME AND TELEPHONE NUMBER OF
SUCH PERSONS SHALL BE PROVIDED TO THE AIR POLLUTION CONTROL DISTRICT PRIOR TO LAND
USE CLEARANCE FOR MAP RECORDATION AND LAND USE CLEARANCE FOR FINISH GRADING
OF THE STRUCTURE.

SITE SPECIFIC EROSION CONTROL NOTES:

PERIMETER CONTROL BMP'S AND STABILIZED CONSTRUCTION ENTRANCES SHALL BE IN PLACE
PRIOR TO ANY GROUND DISTURBANCE.

THESE PLANS ARE INTENDED TO REPRESENT DIFFERENT PHASES DURING CONSTRUCTION. THE
CONTRACTOR SHALL IMPLEMENT THE BMP'S SHOWN AND/OR ANY OTHER MEASURES
NECESSARY DURING CONSTRUCTION TO BE IN COMPLIANCE WITH THE GENERAL PERMIT.
IMPLEMENTATION OF THE BMP'S SHOWN ON THESE PLANS DO NOT RELIEVE THE OWNER OR
HIS/HER REPRESENTATIVE FROM RESPONSIBILITY OF IMPLEMENTING ALL MEASURES NEEDED TO
BE IN COMPLIANCE.

THE CONTRACTOR SHALL USE CLASS Il BASE FOR THE STABILIZED CONSTRUCTION ROADWAY
OR ALTERNATE METHODS THAT ACHIEVE THE DESIRED RESULTS. THIS BMP SHALL BE
IMPLEMENTED TQ ALL BUILDING PADS PRICR TO VERTICAL CONSTRUCTION, OR AS SOON AS
PRACTICAL.

THE CONTRACTOR MAY UTILIZE RUMBLE PLATES IN LIEU OF RIP RAP AT THE CONSTRUCTION
ENTRANCES AS LONG AS THEY ACCOMPLISH THE DESIRED RESULTS.

ANY SEDIMENTS TRACKED OFFSITE SHALL BE CLEANED DAILY BY MEANS OF MOBILE STREET
SWEEPERS.

ANY GRADED AREAS THAT ARE GOING TO SIT IDLE FOR MORE THAN TWO WEEKS, SHALL HAVE
AN APPROPRIATE GROUND COVER BMP APPLIED.

THE LOCATIONS SHOWN FOR THE EQUIPMENT AND MATERIAL DELIVERY STORAGE AREAS AND
CONCRETE WASTE CLEANOUT MAY BE RELOCATED DURING CONSTRUCTION.
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City of éanta Barbara

Community Development Department SantaBarbaraCA.gov

Building & Safety Division
Notice of Violation

Director's Office
Tel: (805) 564-5502 [February 1, 2018
Fax: (805) 564-5477 .
Pride of Ownership Property LLC
Administration, Housing P.O. Box 1058
& Human Services  summierland, CA 93067
Tel: {805) 564-5461
Fax: (805) 564-5477 APN: 017-113-024
Case Number: ENF2017-01218
Building & Safety
Tel: (805) 564-5485 Subject Property: 2 S. Quarintina St. Santa Barbara, CA 93101
Fax: (805) 564-5476
Dear Pride of Ownership Property LLC:
Pianning
Tel: (805) 564-5470 Duel to a recent concern filed with the Building & Safety Division, an inspection at the
Fax: (805) 564-5477 Subject Property was performed on November 30, 2017 and January 23, 2018. As aresult
of our investigation, we have found the Property to be in violation of Santa Barbara
Municipal Code Section 22.04.010 as follows:

Rental Housing
Mediation Program
Tel: (805) 564-5420 BUILDING VIOLATIONS:
Fax: (§05) 564-5477

VIOLATION: This property has been divided into 17+ outdoor storage areas using
630 Garden Street  chain-link fencing and green privacy screening. Each outdoor area has various
PO Box 1990 sheds, storage building or covered areas for protection of storage. These structures
Santa Barbara, ¢4 have been constructed without approvals or permit. Many of these structures have
93102-1990 been provided with electricity and water without permit.

CODE SECTION: 2016 California Building Code, Section 105.1 PERMITS

Any owner, or authorized agent who intends to construct, enlarge, alter, repair, move,
demolish, or change the occupancy of a building or structure, or to erect, install, enlarge,
alter, repair, remove, convert or replace any electrical, gas mechanical or plumbing
system, the installation of which is regulated by this code, or to cause any such work to be
done, shall first make application to the building official and obtain the required permit.

REMEDY: A building permit will be required to either demolish or legalize the
structures and utilities on this property. Bring this Notice to the Building Permit
Cour_1tcr at 630 Garden Street and ask for an explanation of the plan submittal that will be
required for permit application and issuance. Be aware that permit issuance must be
obtained by the dates prescribed in this Notice. If permits are not obtained within the
prescribed time frames, you will be ordered to obtain a demolition permit immediately.

VIOLATION: The only legal structure on the property is the office building on the
corner of S. .Quarintina and S. Quinientos. The building has been divided into 10
different unifs and the bathrooms appear to have been remodeled. There are now
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4, Coastal Development Permit Application: Submit an application for a Coastal
Development Permit (Attachment E). This is submitted concurrently with the

DART application.

The Building Official has determined that the violations on the Property must be
abated in an expeditious manner.

e A permit must be obtained and work commenced within 60 days of the date
of this Notice of Violation.

Work must be completed and all violations abated within 60 days of the date
of permit issuance.

If either of these dates are not met, further legal action may be necessary.

This Notice of Violation identifies the concerns of the Building and Safety Division of the
City of Santa Barbara. Other departments or divisions of this City and other governmental
agencies may have additional concerns or requirements.

Tax Implications
Pursuant to California Revenue and Taxation Code sections 17274 and 24436.5, the City

may forward information regarding you and any other owners of the above-referenced
property to the State Franchise Tax Board for violations of State and City laws related to
health, safety, and building if the above listed propérty coristitutes substandard housing. This
action will prevent you, any other owners, or subsequent owners from deducting interest,
taxes, depreciation, or amortization for the above-referenced property on state income taxes.
In order to prevent this, you must immediately comply with all State and City laws to abate
all violations. ’

Appeal Rights

Any party aggrieved by this decision of the City’s Chief Building Official including but
not limited to decisions or determinations made relative to the application and
interpretations of the technical codes, and the refusal, suspension, voiding, or revocation
of a license or permit, may appeal such decision to the Building and Fire Code Board of
Appeals by obtaining an appeal form on the internet at

http://www santabarbaraca.sov/services/planning/forms/building.asp or from the City
Building & Safety office. You are required to submit the appeal form within ten (10) days
from the date of this notice in order for your appeal to be heard by the Building and Fire
Code Board of Appeals. The completed appeal form must be delivered to the City’s
Building & Safety office located at 630 Garden St., Santa Barbara, CA 93101.

" For information regarding the appeals process, please refer to Santa Barbara Municipal
. Code Section 22.04.020 or contact the Community Development Department at (805)
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two electrical panels on this structure. A main meter panel and a subpanel
supplying electrical to other illegal, nnpermitted structures on the property. An
attached shed has been attached to the rear of this structure. All work has been

done illegally and without approvals or permit.

CODE SECTION: 2016 California Building Code, Section 105.1 PERMITS

Any owner, or authorized agent who intends to construct, enlarge, alter, repair, move,
demolish, or change the occupancy of a building or structure, or to erect, install, enlarge,
alter, repair, remove, convert or replace any electrical, gas mechanical or plumbing
system, the installation of which is regulated by this code, or to cause any such work to be
done, shall first make application to the building official and obtain the required permit.

REMEDY: A building permit will be required to either demolish or legalize the
changes to this structure. 2016 California Building Code, Section 105.1 PERMITS
Any owner, or authorized agent who intends to construct, enlarge, alter, repair, move,
demolish, or change the occupancy of a building or structure, or to erect, install, enlarge, -
alter, repair, remove, convert or replace any electrical, gas mechanical or plumbing
system, the installation of which is regulated by this code, or to cause any such work to be
done, shall first make application to the building official and obtain the required permit.

ZONING VIOLATIONS (including Code Sections):

The last Certificate of Occupancy issued for 2 S. Quarantina Street was for a temporary
storage facility for impounded vehicles for Love’s Towing Inc (BLD98-01287/MST98-
00222). Attachment A, is the file documentation for the last permitted use of the property.
City archive plans indicate the last approved use of the commercial building onsite was an
office/shop use as documented on a floor plan dated February 22, 1980. The permitted
uses of the property are no longer in operation. Please see the following zoning violations
along with the applicable code sections below that are applicable to ALL current uses on

this property:
28.97.001 In General (Occupancy)

No vacant land shall be occupied or used, and no building hereafter erected, structurally
altered or moved shall be occupied or used, until a Certificate of Occupancy shall have
been issued by the Chief of Building and Zoning.

2844060  Permit Required

In addition to any other permits or approvals required by the City, a Coastal Development
Permit shall be required prior to commencement of any development in the coastal zone
of the City, unless the development involves emergency work subject to the provisions of
Section 28.44.100 or the development is subject to one of the exclusions or exemptions
specified in Section 28.44.070 (ord. 5417, 2007.).

28.90.001 In General (Automobile Parking Requirements)
Page 2 of 11

564-5502. For information on Building and Fire Code Board .cf Appeals the please visit
the following website http://www.santabarbaraca.gov/gov/brdcomm/ac/bfeba/default.asp

[ Tenant Relocation Required (Residential Uses Only)
Only when the above box is checked, pursuant to Health and Safety Code section 17975,

you are hereby notified as the owner of the subject property that any tenant on the subject
property who is displaced or subject to displacement from a residential rental unit at the
subject property as a result of this order requiring the vacation of a residential unit by the
City of Santa Barbara Building & Safety Department as a result of the violation(s) noted
above being so extensive and of such a nature that the immediate health and safety of the
residents is endangered, that the tenant(s) shall be entitled to receive relocation benefits

from you, the property owner.

Pursuant to Health and Safety Code section 17975.1, the relocation benefits shall be paid
by you, the owner or designated agent, to the tenant within 10 days after the date of this
notice to vacate which has been posted on the premises, or at least 20 days prior to the
vacation date set forth in this notice to vacate, whichever occurs later, If there are fewer
than 10 days between the date of this notice to vacate and the vacation date, the relocation
benefits shall be paid by you, the owner or designated agent, to the tenant within 24 hours
of the date of this notice.

This notice has also been given to the tenant in possession of the property. You cannot
retaliate against the tenant pursuant to Civil Code section 1942.5. The relocation payment
shall be made available by you, the owner or designated agent, to the tenant pursuaaf to
Health and Safety Code section 17975.2.

e e
—

Contact information e 5
My direct office phone number is (805) §97-2604. Q)n‘ offices are closed every other Friday
please call 564-5485 to find out the Fiiday-we will-be closed. Inspector office hours are
7:30-8:30 a.m. and 3:00-4:00 p.m. Monday through Friday except for Thursday afternoon
and our “off” Friday. You may also contact our office for plan submittal and permit issuance
requirements at (805) 564-5485 between the hours of 7:30 and 4:30 p.m., Monday through
Friday. The Community Development public counters are located at 630 Garden Street.

Additional information is available online at\yww.SantaBaxbaraCa.gov
,
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N. CHANGE OF USE. Whenever the type of use of any existing building is changed to
another type of use that requires more parking spaces under this Chapter than were
required for the prior use, there shall be provided additional permanently maintained
parking spaces as required by this chapter for said building and any other existing building

located on the parcel or parcels.

22.68.020 Design Review — Nonresidential and Multi-Family Residential Buildings

A. APPROVAL REQUIRED BEFORE ISSUANCE OF PERMIT. No building permit or
grading permit, the application for which is subject to design review by the Architectural
Board of Review in accordance with the requirements of this Chapter 22.68, shall be
issued without the approval of the Board or the City Council, on appeal.

B. BUILDING PERMITS - NONRESIDENTIAL, MULTIPLE RESIDENTIAL,
DUPLEX, TWQ OR MORE DETACHED RESIDENTIAL UNITS AND MIXED USE.
Any application for a building permit to construct, alter, or add to the exterior of a
nonresidential, multi-family residential, residential duplex, or mixed use (residential and
nonresidential) building or a related accessory structure, or any application which will
result in two or more detached residential units on one lot in any zone (other than the
Single Family Zones listed in Chapter 28.15 of this Code), shall be referred to the
Architectural Board of Review for design requirements of this Chapter.

ABATEMENT:

Design Review, Development Application Review Team (DART), and Coastal
Development Permit (CDP) Applications are anticipated to abate the above violations.
Please reference Attachment B, which is the Guide to the Discretionary
Review/Development Application Review Team (DART) Process. A design professional
and/or permit processor is highly recommended to guide the property owner through the
City’s permit processes. You can also consult the Planning and Zoning Counter located at
630 Garden Street. The counter is open Monday through Thursday, 8:30 am to 4:30 pm,

and every other Friday. -

The deadline to submit the Design Rev'fﬁ;'Dié’_ﬁR;g, and CDP applications is three
months from the date of this letter, which -i§}lll201§"m¢
Below are the initial steps necessary to make the application submittal deadline:

1. Design your project: Please consult a design professional and/or the Planning
Counter for this step to make sure the proposed project is in compliance with the
uses allowed in the M-1, Manufacturing Zone.

. Design Review: Conceptual: Submit an application for the Architectural Board of
Review (Attachment C). . _

. DART Application: Submit an application for the Development Application
Review Team (Attachment D).

Page 3 of 11

Your prompt atiention to this matter is appreciated.

Sincerely, : M

Lauren Anderson
Building Inspector

Attachment; Field Investigation Images

Cc: File
Carolyn Park, Good Management, 1 N Calle Cesar Chavez, Santa Barbara, CA
93103

Page 6 of 11

NORTH

40 60 feet

INC.

9
3
id
O
N
O
N
e
L
o
e
>
0l
0
0
®

Farall desion
il s o0
rmndesign.com | (B08) P63-8283

10 Boist Aguesroo Stest, Suite 200
Sonto Barborg, CA 3101

DESIGN
DEVELOPMENT
(NOT FOR
CONSTRUCTION)

RRM DESIGN GROUP COPYRIGHT 2020,
REM I5 A CALIFGRNIA CORPORATION

et
c
b
£
<
(@)
©
c
©
=
c
e
P
Qo
=
L
e
2]
c
o
O
]
c
=2
wn
b
0O

FAX: (805) 585-3310

TEL: (805) 692-9477
E-MAIL: rcoles@rjc-inc.com

SANTA BARBARA, CA

P.O. BOX 60202
93160 - 0202

RJC Inc.

2 SOUTH QUARANTINA STREET
CA

Santa Barbarag,

93103

MARBORG

A e

2018.16

NTB

RJC File Number:

Drawn by:

10/08/2020 Revisions:

Project: MARBORG QUARANTINA

NOTICE OF VIOLATION

Date:

Scale: aAS NOTED




IMNC.

ek 2§
0
R S
O Equw g
3 QO W o
Do o &
i T3 8¢
© xS
o SERE
* c =
0o Q8§ 3
0 q O
—
=
4
4]
c i © <
o c ) S
L o <L
2 g8y
a H c S
[ . oo
| GENERAL NOTES 0 m 8SEB
\ m Qa &3
~ ~ ~ _ ~ _ ~ ~ ~ ~ ~ ~ ~ ~ ~ ~ | H 18 REZER TO B IL SHEET BEE FOR S3 MP BMPS
[0
— 20 REZER TO LENDSEE PE PLEN SHEET L160 BOR @ BTER B ISEEPLENT LISTH
()]
— REZER TO ELEFTRIZEL SHEET E0-2 BOR OUTDOOR LIE HTING BOMPLIZ NZE BORMSE
g REZER TO SHEET B2@2 BND ELERTRIZAL SHEET E16 BOR OUTDOOR LIE HT BIETURES
= TEPESEND B BTTEE ESE
v
N X > . N \ N A . < X N N % * N \ L _ _ _ N \ N 5 . - ~ B B B ~ _ B L PARKING COUNT
. BUILDING GROSS AREA 3,306 5Q. FT.
L STANDARD VEHICLE PARKING 4
FH []J09-004 ACCESSIBLE VAN PARKING 1
COMMERCIAL TYPE HYDRANT EVCS READY PARKING 3
A0.03 1689 GPM A1.01 TOTAL 6 SPACES
| QUARANTINASTREET /1
- ~ sy - ~
/ \ 8I-7%" 1 0I_0II 30I_0II 4I_3II 70I_4II 1 2I_0II \
1010 VISIBILITY I
' TRIANGLES \ ESTRIAN
505 ACSESS \
25'-0"4 250" L 100’ 250" | 100" | 250" L 100" | B 200 26-6' NTERS 153 =
| | 1 1 1 T y , B
\ . TRASH k=
L L
PREFABRICATED FENCE—/ 20'H LED POLE LIGHT MANUAL GATES TO HEMAIN-, ENCLOSURE 4 -~ AJTTTIOS IS L
WALL SYSTEM, SEE SHEET FIXTURE. SEE SHEET OPEN DURING WORKING HOURS s Y - PACKAGED (5
A0.03, TYP. A2.02, TYP. o i3, \ alg P HVAC %
NOTE: @ U jﬁﬂl UNITS «
| NO FLOOR Ij»nAms U] ‘ L : T~y LONG TERM =
I SHALL BE INSTALLED  EVC < lsicYCLE = [
40 STAGING AREA 1 IN TRASH EJICLOSURE HEAW il BUILDING FF: 16-6' | <[ ParkiNGW [ x| g
\ / AREA | BFE: 15.5 FT COVER O <P
| DFE: 16.5 FT. =
A ~ A I ol
s U FENCE = |,
_ BICYCLE ‘ WALL FLUSH @™
T PARKING = M
L 4 |:| [/ BLDG. I D=3
| B + 7 | EDGE <L |0 |E|=
oM
0 = wle e
3 //I 6 [ J_ (=
O | \4201/
z / —
= L WALL MOUNTED LIGHT FIXTURE .
< | SEE SHEET A2.02, AND
| > VISIBILITY TRIANGLES ELECTRICAL DRAWINGS, TYP. '8 LIJ
g I E
: 0
CONCRETE PAVING m
= MANUAL GATES TO REMAIN gg'ﬁg;“m O
OPEN ON WORKING HOURS R —— O |
L
~——— PREFABRICATED FENCE = =
WALL SYSTEM, SEE SHEET > LL]
AD.03, TYP. e D
STAGING AREA?2 B
_ 0 |
20'H LED POLE LIGHT &}
FIXTURE. SEE SHEET <T
A2.02, TYP. % I —
PRAPERTRLINE S () AL WO ™~ () L) LI FOIT] E 4p)
AdITOSHIOr ©
o
G
&
&
a1
e
| L | E
=3
‘ 5
oo
c |
z
° s
i | |
=
Site Plan < z
l_
[ ] [ ] ] U
SCAE: 1" = 20'-0 =
[
l_
[
==
O
%
E o
ol |2
Rz .
Z | &
o =
L]
]
o
=z Q
=
Ll
o ==
©IE
w — =
E ;5
b
0 =«
= )
0O\
ih)
o
O
QN P
—
il P
Qe
Lo I
=L |4
Ok
D '(]_)
D =l
<[ 3¢
oL




20 RERER TO LENDSERPE PLAN SHEET L1 AOR B ATER [ ISEHAPLENT LISTR

RERER TO ELERTRIEE L SHEET E1E HOR OUTDOOR LIBHT RIETURES TEPES END
ATTER ESA

LEGEND

BB BB BB AccesssErouTE

NOTE:

PATH O[] TRAVEL [P[D[TJAS INDICATED IS A BARRIER [JREE ACCESSIBLE ROUTE
[ ITHOUT ANY ABRUPT VERTICAL CHANGES EXCEEDING [J[T" BEVELED AT [I:[]
MAXIMUM SLOPE[JEXCEPT THAT LEVEL CHANGES DO NOT EXCEED "
VERTICAL AND IS AT LEAST [[1' [J IDE[JSUR[JACE SHALL BE SLIP RESISTANT[]
STABLE AND [JIRM[] CROSS[BSLOPE SHALL NOT EXCEED [[:[J[] AND SLOPE IN THE
DIRECTION O[] TRAVEL IS5 LESS THAN [] UNLESS OTHER[] ISE INDICATED SECT]
OOBIIOOMO (PETOSHALL BE MAINTAINED [JREE O[] OBJECTS GREATER THAN [T
PROJECTION [JROM [] ALL AND ABOVE [[" AND LESS THAN 1" [IIBIOOMm
ARCHITECT TO VERI[JY THAT ALL BARRIERS IN THE PATH O[] TRAVEL HAVE BEEN
REMOVED OR [] ILL BE REMOVED UNDER THIS PROJECT[JAND PATH O[] TRAVEL
COMPLIES [] ITH CBC 1B

I I 70I_4II
| |
13 / 22'10" \’\ 22-10"
/ ]
! \ f \
:
ILE a a ' PARKWAY
T = ; - : pd B
o : . il < ; _ . » : _
i <7 : : © s : 2 T7 ‘. g
. ) . _ 4
i £ <7 : : ' 9 . < ;
: A gp A . = 5
iy y 4 : , g i « é 5
. o up
@E S 0 o W J
PLANTER [ g © PLANTER
ir 1 y i
[ ] 3 23-0 . — N .
)" o WALL MOUNTED ®
TRASH GREEN | | RECYCLE Il -~ y LIGHT FIXTURE
/ - cem— p ABOVE, TYP.
G o . @
) bPdb_ B SLOPE <5% |
TRASH ENCLOSURE FOR A
CONTAINERS. 4 EENEEEEEEEEEEEEEEEEEEEER i\li, :
FLOOR DRAINS SHALL X —~ — o
% e == =T = =
NOT BE INSTALLED ON S o | ‘ﬁ @‘ T@‘ g
THIS AREA -
PLANTER |
nl |
|| 7 womens B
| TOLET 2 %
- \ / % | |
7 \ [ MENS | |
/ S, | TOILET l | ]! | ,
] B | — - \ | | | |BICYCLE| | |
F \ / MW » | | PARKING |
Re P TCWER | ILOCKERI |
\ / el | 30"75" |
\HH- g \“\ p I « J | | | DOCOVER | | PACKAGED
ravP [l H s o - i i 2
m siiciiNel P P P = O g Qi) =
9 ) BREAK I /
| o o a F 5 5 5 - ROOM T P
- i = =l N = 2l MY -1C8 I ,///
TOWER - L
[ | ———r — () ) 1
€ m N @ ) |
— ey
VAN = P = )
J - 7 unsex W = -
o | RESTROOM | ANTOR i
— -104 <
T m L = £
1 - [ ] ) I
p— M
— £ » R —
TG A1.02
| fgraz/
o ©
A 30" ENTRY * A & s
o
\f2.02/ 3 EVCS READY ey
= n
l = CANOPY ABOVE CANOPY ABOVE
RECEVING
AREA I n
5-6" 3 | il \ — %j,\)
ot
m .
T ‘ 3 SHORT TERM BUILDING FF: 165"
U ) BICYCLE PARKING BFE:155FT
© ROUND RACKD DFE: 165 FT.
) (2) BIKES
CLERK SIDEWALK | D.G. PATIO ]
-
\\(@} =
j PREFAB.
WALL MOUNTED FENCE WALL
LIGHT FIXTURE , SYSTEM, TO
ABOVE. SEE EXTEND TO o
ELECTRICAL, TYP. ‘ J/ EDGE OF
ot BUILDING
FACE, TYP.
4 SIDEWALK —I 1 I T ! ]- _ _ - o N o
; 1 ¥ [——— i
' Il STEEL ROLL-UP DOOR Il
|| ||
) B 4« WALL MOUNTED
e R SIDEWALK N2 IGHT EIXTURE CHAIN LINK
ABOVE, TYP. FENCE, TYP. d
18I_0II
i ]
5 30" |
[s)]
| |
° ‘
7
[ |
[ ]
F|00r Plan GENERAL NOTES
1 - 13 RERER TO BIZIL SHEET EEM BOR S2 MP BMPS
SCALE : 1/4" = 1'-0"

I

)
-
Id
O
N
O
N
1
£
9]
e
>
a
0
o)

MARBORG

FLOOR PLAN

A1.01

2 SOUTH QUARANTINA STREET

MARBORG

INDUSTRIAL DEVELOPMENT

10/08,/2020 Revisions:

Date:
Project: MARBORG QUARANTINA

Scale: os NOTED

e
c
D
=
)
o
©
c
©

=
c

2

©
p

-
w
c
Q

O

)
c

2
wn
)

O

TEL: (805) 692-9477

P.O. BOX 60202

CA

Santa Barbara,

93163

EO

RJC File Number:

Drawn by:

FAX: (805) 585-3310
E-MAIL: rcoles@rjc-inc.com

SANTA BARBARA, CA

93160 - 0202

2018.16

NOT FOR CONSTRUCTION




| |
|
0
Z = I~ QO £
e R = cxs g
MAIN ENTRY i OFH 3
O E o W) C
oy @ T
5 e
D
E TEEY
S
0 SEES
0 = =
S L 0 Q& 3
| 30" | & O
| T T :
s N I v E | + k71
| 3 TN c P 2 3
S | I | | J S8
| | C Oacg
| : : | = & 88 o
| | LONGTERM | | xS
| | BICYCLE | | O ey S8
| | PARKING | | 8 i g 2
| LOCKERO | m 21
CANOPYABOVE—‘ | | () BIkE | | Na 33
L | ! SEE5M1.02 | |
] By | I || |
e Tl ]
| |
i i ROUND RACK
36" MIN. 5| | |
- _ Cean U . SHORT TERM BIKE PARKING
] | 4
" | | | | —— PACKAGED SCALE :  NTS PRODUCT INFORMATION:
N By | ! I | HVAC UNITS CAPACITY: 2 BIKES
| ! ! | MATERIAL: 1.5' SCHED. 40 PIPE, 2' OD
4p | byl iy | WIDTH: 36"
| HEIGHT: 32"
| | ; | FINISH: POWDER COAT
0 : SHORT TERM L — — MOUNTING: SURFACE
BICYCLE PARKING | OPTIONS: LEAN BAR
ROUND RACKO !
RS db (2) BIKES Al e ]
STOP SEE 4(A1.02 1 L
A%u
— WALL MTD. BIKE
E)E%'ERB PARKING SIGN
SIDEWALK Py
L /rr‘a) )
A= J
:D ey
WALL MOUNTED LIGHT T AR
FIXTURE ABOVE. SEE e
9 ELECTRICAL, TYP. e SEE
e ELECTRICAL,TYP.
o ===7 - =7
‘\:w /l
SIDEWALK
SCort Term Biclcle Parling Plan % "
1 L]
- ® _ a? n® "
SCAE : 1/4" = 10 o
T
[ I g
— |=<
= |G
= ||
Ol e
L3
Ol-|5
= T
] o M |3
. ENTRY o =28
g <L|0 |t |=
S |
BICYCLE LOCKER =l
SAE © WIS PRODUCT INFORMATION:
CAPACITY: 1 BIKE
MATERIAL: 16 GA. GALV. STEEL
WIDTH: 30"
HEIGHT: 75"
FINISH: POWDER COAT
| . LOCK TYPE: PAD LOCK HANDLE

| S
@ ;?Englerr‘n#Blcme Parling Plan @

MARBORG

2018.16

EO

RJC File Number:

Drawn by:

Revisions:
NOT FOR CONSTRUCTION

10,/08,/2020

Project: MARBORG QUARANTINA

BICYCLE PARKING PLANS

Date:

Scale: os NOTED

A1.02




PREFAB PERIMETER

PICKET FENCE TO PROVIDE
/ PEDESTRIAN VISIBILITY \ WALL SYSTEM
S05% \\75.6 M \\ﬂ
i 14.0 14.3 14.5 14.7 15.0 i i
7?58 FS FS / FS FS F5 FS FS FS
4
1 SCALE : 3/32° = 1’0"
/ —— — - ——
a0 e e 4
\
| 32I_21I ~ ¢ 32"2" _ - — =
o 30"6"_¢_ o ,30"6"
PREFAB PERIMETER F N va ,  opu o — 250y PREFAB PERIMETER
T PEDESTRIAN VISIBILITY
V. Vi ”4 \PREFAB PERIMETER _
: WALL SYSTEM
j _Qn (-]
SRR :1—6._6.1 DFE, 16_%% )
17.2 EiRnieis = \
FS U 13.8
\ 13.8 l l \\\Lﬂi FS
\ FS / / FS

SOUTHEAST SITE ELEVATION

2 SCALE : 3/32" = 1'-0"

PREFAB PERIMETER

4 SOUTHWEST SITE ELEVATION INSIDE PROPERTY
SCALE : 3/32" = 1"-0"

15.0
FS

NORTHWEST SITE ELEVATION

3

SCALE

PICKET FENCE TO PROVIDE
PEDESTRIAN VISIBILITY

3/32" = 1'-0°

28"6“

$256"

1T

16-6

Pl =l WA

37-0 é

4.7
FS

14.5

i W Bl @

!!Q%/
~

¢ 256" ) )

¢ 226" ) )

- 166" DFE
g-15-6"BFE

/

NORTHEAST ELEVATION

5 SCAE : 1/4" = 1'=0°

INC.

© Copyright 2020 RJC

MARBORG

ELEVATIONS

A2.01

Design & Construction Management

2 SOUTH QUARANTINA STREET

MARBORG

INDUSTRIAL DEVELOPMENT

Revisions:

10,/08/2020

Date:

Scale: AS NOTED

TEL: (805) 692-9477
FAX: (805) 585-3310
E-MAIL: rcoles@rjc-inc.com

P.O. BOX 60202

CA

Santa Barbara,

93103

EO

RJC File Number:

Drawn by

Project: MARBORG QUARANTINA

SANTA BARBARA, CA

93160 - 0202

2019.16

NOT FOR CONSTRUCTION




@)
Z = ~ O £
555 8
37-0" c & B
o g S © 885
OG5 5§
i SERR
R
0 Spze
N ® cC <:,:I
O ¢ ©° =
300 N © -
&= en i
+
306" g L Pt e 3
o) Q «
T Oqg
> o3 § 4 o
i ' : o c 28
1 H O)é ol
| L1 N 0 =0 <
1 ‘ »oE g
2 ! L % el | Y Qozy
— E A N\ - i g 3 © Od o &
m @ ‘ 7 7 | | | | | | | T » 77 ‘;7 7_' | 7 VL |
2 |_6|I / \ Y b |
4-24- . . . . . . . ' - it - — i H— : ' FIXTURE INFORMATION:

MNFR: ANP LIGHTING
MODEL: W0OD520
LAMP TYPE: LED

EXTERIOR WALL MOUNTED FIXTURE COLOR TEMPERATURE: 2700K

POWER: 24W

4 SCAE : 1/4" = 1'-0°

166" DFE 16-6" DFE$
2 - - - - [I - - - - - - - - ]
15-6"BFE B B B B B B B B B B B B o ) ) ) ] ] | = . } } } ~ 15-6"BFE $
hg.‘:“:&‘,;:m .
e

SOUTHEAST ELEVATION

1 SCALE :  1/4° = 1'~0"

-
=
370 g <
= <t
pd
FIXTURE INFORMATION: & O
MNFR: ENERGY LIGHT O < S
MODEL: PK80 AREA LIGHT s 8
o LAMP TYPE: LED O =
4522 COLOR TEMPERATURE: 3000K M E o
e EXTERIOR POLE MOUNTED FIXTURE B T 3|2
% 5 SCALE : 3/32° = 1'-0° s AR
: S a8 o
25-6" IE
240" - % 0 z
=
C3
O
O
>
L
| M &
4-16-6" DFE. ) ) ) F ) ) ) ) JL ) 16-6" DFE ]
15-6" BFE ) ) ) ) 4/ N \\ — - - - - - - 7“ - ) - 15°6"BFE ¢, m <
. | L ROUND RACK [1/ LEAN BAR E
[ | PARKING: SEE 1A1.02 —
, . 7).
=3
SOUTHWEST ELEVATION 0
2 SCALE : 3/32" = 1'-0" Z

w
® ® ® ® :
o
N
o
O |0
L &
o g . =
Qo
c |
519
e
d
o
|_
O
>
4
%
- z
26 g 8
%) o
| _e4-6" $ é 8
= .
v =
©)
S
D
Z <
O 5
166" DFE = N =
15-6" BFE <L o=
B ) m =z
W sk
— |<C
i 8 8
SOUTHWEST ELEVATION G
3 SCALE : 3/32" = 1'-0" %
m
QAN Ex
O_ Qo
.. O
QA2
s~ '



wodaul-2li@se 021 IYIN-3 2020 - 0916
0L£€-686 (508) ¥4 ¥0 Ydvadvd YINVS
22 ¥6-¢69 (508) 1131 20209 X049 'O'd
Juswabeuely uolponiisuo) R ubissq

Ul Ofd

£OLE6 INJNJO13AIA 1VIHLSNANI 91°6102 YPGWINN 314 Oy NOILONMISNOD €04 1ON

¥ ‘DJDQJDE DIUDS 03 :AgQ umbli( YNILNYHYNO  9H0gdyN 3oslodd

133415 YNIINYEYND HINOS ¢ OI Om m < E :SUOISIASY 0Z0c/80/01 :8ipQ U3LON SY :2|D2g
WEOEEN SIALOTASHI IOV

.,|
L]
Fiy 0
e
M
i
I~
E
o
o

NOT TO SCALE
NOT TO SCALE

SOUTH PERSPECTIVE

SCALE

WEST PERSPECTIVE

SCALE

2
4

1 i]l‘ -
1]

mr—=T—re | (I 1
& —g= = B
s EiEee

NOT TO SCALE
NOT TO SCALE

QUINIENTOS ST VEHICLE ACCESS

SCALE

NORTWEST PERSPECTIVE

SCALE

0
3




QUARANTINA ST & QUINIENTOS ST

SCALE : NOT TO SCALE

QUARANTINA ST

SCALE : NOT TO SCALE

QUARANTINA ST VEHICLE ACCESS

NE PROPERTY CORNER

SCALE : NOT TO SCALE

SCALE : NOT TO SCALE

[N

© Copyright ZO020 RJC

TEL: (805) 692-9477
FAX: (805) 585-3310

E-MAIL: rcoles@rjc-inc.com

et
C
@
&
L
(@)
G
c
18]
=
C
i
©
=3
3=
(73]
C
o
O
o
c
2
1]
@
O

P.O. BOX 60202

2 SOUTH QUARANTINA STREET
CA

Santa Barbarg,

DETOS

MARBCRG

INMAHBOHG

EO
Number:

>

Drawn by

10/08/2020 Revisions:

Project: MARBORG QUARANTINA

PERSPECTIVES

Dote

Scale: AS NOTED

A3.02

SANTA BARBARA, CA

INC 93160 - 0202
]

RIAL DEVELOPMENT

ST

2019.16

RJC Fi

NOT FOR CONSTRUCTION




PEDESTRIAN ACCES

1 SCALE : NOT TO SCALE

2020.CGoogle
" ; : A : ©2020:Google
2 A 2R a2, 2020 INEGI

3 VIEW FROM FREEWAY

SCALE : NOT TO SCALE

L R 4

I

: q \ | 1 a? A
0 ,glg.EQr_th' 7.9 2.
(250 e S % iy

VICINITY BIRD EYE VIEW

2 SCALE : NOT TO SCALE

R AR '
EaRiale?? A REY,

Googletarth————

ElGamino Realassss

NORTH BIRD EYE VIEW

4 SCALE : NOT TO SCALE

I

O Capyvright 2020 RJC

MARBORG

PERSPECTIVES

A3.03

e
c
D
=
)
o
©
c
©

=
c

2

©
p

-
w
c
Q

O

)
c

2
wn
)

O

2 SOUTH QUARANTINA STREET

Revisions:

10,/08,/2020

Date:

Scale: os NOTED

TEL: (805) 692-9477

P.O. BOX 60202

CA

Santa Barbara,

93163

MARBORG

INDUSTRIAL DEVELOPMENT

EO

RJC File Number:

Drawn by:

Project: MARBORG QUARANTINA

FAX: (805) 585-3310
E-MAIL: rcoles@rjc-inc.com

SANTA BARBARA, CA

INc 93160 - 0202
e

2018.16

NOT FOR CONSTRUCTION




YADWG\2020 DWGS\20180\20180 EO-1.dwg, 7/19/2020 4:52:32 PM, DWG To PDF.pc3

GENERAL NOTES

SITE LED FIXTURE SCHEDULE

LED MODULE
TYPE | MANUFACTURER AND CATALOG NUMBER | TYPE | COLOR TEMP | WATTS DRIVER OPTIC/LENS REMARKS
ANP LIGHTING
FULL CUTOFF RLM
% W0520-MO24LDDW27K-SRTCW-E6-72M-UNV 2700 24 ELECTRONIC DIFUSE SCONCE

[ VISIT JB SITE ANP VERIFY EXISTING CONPITIONS PRIOR T@ PID.

2. THE BELECTRICAL WORK SHALL BE INSTALLED IN ACCORDANCE WITH THE

2019 CALIFORNIA ELECTRICAL COPE AND ALL APPLICABLE |LOCAL ORDINANCES.

WHERE PLANS CALL FOR A HIEHER STANPARD THAN APPLICAPLE COPES,
THE PLANS SHALL &VERN.

2. CONUIT RINS ARE SHOWN DIAGRAMMATICALLY. EXACT LOCATIONS
SHALL BE DETERMINED IN THE FIELP T@ SUIT FIED CONPITIONS.

4. AL BELECTRICAL EGQUIPMENT, APPLIANCES AND LIEHTING FIXTURES
SHALL BE LISTED BY A RECOGNIZED TEST LAP AND BEAR THAT LABEL
oF APPROVAL

5. CONTRACTOR SHALL FLURNISH, INSTALL AND CONNECT AL MATERIAL
AND EQUIPMENT FOR THIS WORK UNLESS OTHERWISE NOTED.

6. FURNISH DISCONNECT SWITCHES AT REMOTE MOTORS.
1 AL SPACES AS INDICATED ON PANELS OR SWITCHPOARDS SHALL PE

COMPLETE WITH HARPWARE AND BUSSING FOR FUTURE PREAKER OR
SWITCH.

2. CHECK ARCHITECTURAL FLANS FOR DOOR SWINSS BEFORE INSTALLING
SWITcH AUTLETS.

9. GRANPING AND BPONPING SHALL PE PER COPE PLUS ANY ADPITIONAL
PRNVISINS SFECIFIER OR SHOWN ON PRAWINES.

0. AL cONUT RINS SHALL CONTAIN A CAE SIZED GREEN GRAND WIRE

Il. THESE PLANS ARE NOT COMPLETE INTIL APPRVED BY THE AUTHORITY
HAVING JURISPICTION.

1. AL FEEDER ¢ONPUCTORS SHALL BE IN CONDUIT. PRANCH CIRCUITS
MAY BE NON-METALLIC SHEATHER CABLE.

5. AL cONDULTORS SHALL BE COFFER WITH TYPE THHN/THWN INSULATION.

l4. COORDINATE WITH SERVING ELECTRICAL UTILITY COMPANY AND MAKE
PRNISIONS FOR ELECTRICAL SERVICE ACCORDINELY. INCLLDE ALL
SERVICE COSTS AND UTILITY COMPANY CHAREES IN BID.

[5. COORPINATE WITH SERVING TELEFHMONE UTILITY COMPANY AND MAKE
PRVISIONS FOR THLEPHONE SERVICE ACCORDINELY. INCLLPE ALL
SERVICE c05TS ANP ANY UTILITY COMPANY CHAREES IN BID.

l6. COORDINATE WITH SERVING CABLE TELEVISION COMPANY AND MAKE
PRAVISIONS FOR CAPLE TELEVISION ACCORDINGLY. INCLUPE ALL
SERVICE c05TS ANP ANY UTILITY COMPANY CHARSES IN BID.

7. ALL PERMITS SHALL PE OBTAINED AND PAID FOR BY CONTRACTOR

ACCESSIBILITY NOTES

Installation of switches, outlets and controls to reflect the accessibility
requirements of the 2013 accessibility codes

1. CBC 11B-308.1.1 Electrical controls and switches intended to be
used by the occupant of a room or area shall be located within the
allowable reach ranges. Low reach shall be measured from the bottom
of the outlet box and high reach is measured to the top of the outlet
box.

2. CBC 11B-308.1.2 Electrical receptacle outlets on branch circuits of
30 amperes or less and communication system receptacles shall be
located in the allowable reach range. Low reach shall be measured
from the bottom of the outlet box and high reach is measured to the
top of the outlet box.

3. CBC 11B-308.2.1 High forward reach that is unobstructed shall be
48 inches maximum and the low forward reach shall be 15 inches
minimum above finish floor or ground.

4. CBC 11B-308.2 Forward Reach Obstructed - Electrical receptacle
outlets shall be located no more than 44 inches measured from the
top of the receptacle outlet box when the obstruction is over 20” and
does not exceed 25”. When the depth is less than 20" height can be
increased to 48”. (desk counters)

5. CBC 11B-308.3 Side Reach Obstructed - Electrical receptacle outlets
shall be located no more than 46 inches measured from the top of the
receptacle outlet box when the obstruction is over 10” and does not
exceed 24”. When the depth is less than 10" height can be increased
to 48”.

6.0verhang light fixtures or wall fixtures projecting more than 4” from
the wall surface shall be a minimum of 80" above the walking surface.
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SYMBOLS

CONDUT EXISTING
CONPUIT CONCEALED IN WALL. OR CELING

CONDUIT CONCEALED UNDER FLOOR OR BELOW GRADE
CONUT STUBBED AUT AND CAPPED

CONPUIT TURNED P

CONDUIT TURNED DOWN

HATCH MARKS INDICATE NO. OF #2 WIRES N COVE SIZED
CONDUIT (3) MAX. IN 1/2" ¢. (B) MAX. IN 2/4" ¢,
(&) MAX. IN I'c., NO MARKS = 2412

HOME RUN: LETTER INMCATES PANEL, NIMBER(S) INICATES
CIRCUIT(S).

SAWCUIT
ERAND CONNELTION

PISTRIBUTION SWITCHBPOARD OR PANEL-

PANEL, BRANCH CIRCUIT TYPE, SURFACE AND FLLUSt
SIONAL TERMINAL CAPINET, SURFACE & FLUSH

AUCRESCENT FIXTURE

ATLET DATA: PAR INDICATES WALL MANT, LETTER INDICATES
SWITCH CONTRAL, NO. INDICATES CIRZUIT.

SURFACE FIXTURE ON fLUsH AJTLET.
RECESSED FIXTURE WITH JNCTION BOX FOR THRU WIRING

EXIT LIEHT WITH ARROWS AS SHOWN ON FLANS, WALL AND
CEILING MAINT.

LOW LEVEL EXIT SIEN, +4° AT, +4" FROM DOOR JAMP

LIGHT FIXTURE PESIENATION, LETTER INDICATES TYPE,
NO. INPICATES WATTAGE. <EE FIXTURE SCHEMLE.

MECHANICAL EQUIPMENT DESIGNATION.
SEE. MECHANICAL DRAWINGS.

SPECIAL RECEPTACLE - SEE PLAN
METER

Alst AR RECEPTAUE
RECEPTACLE, PUPLEX, A, [25V, NEMA 5-15R +18" UNO.

DUPLEX RECEPTACLE MTD. ABOVE BACKSPLASH
PUPLEX RECEPTACLE W/LOWER HALF SWITCHED
EROND FALLT CIRCUT INTERRUPTING RECEFTACLE
POUBLE DUPLEX RECEPTACLE

CELING RECEPTACLE

RECEPTACLE, DUPLEX, 204, (15V, NEMA 5-16R +8' UND,
JANCTION BOX & SRUARE, H /2" DEEP UNO.

THERMOSTAT FPO. +48"

MOTOR, NO. INDICATES HORSEPOWER
CLOCK QUTLET +7-4" UNO.
DISCONNECT SWITEH, NON-FUSED

PSCONNELT SWITeH FUSED HORSEPOWER RATED (R SIZED AS NOTED

COMPINATION MASNETZ STARTER WITH DIGCONNECT SWITCH AND
FusEs

MAGNETIC MOTOR STARTER W/OVERLOADS IN EACH PHASE
PIMMER W/INTEGRAL "ON-GFT" SW.

PUSHBUTTON
PHOTOCEL L

SMOKE DETECTOR INTERCONNECTED AT |2V
PRNIPE PATTERY PACKLP

CARPON MONOXIDE DETECTOR INTERCONNECTED AT |2V
FRNIPE PATTERY PACKLF

CEILING MANTEDR OCCPANCY SENSOR

POWER PACK, LOW VA TAGE POWER SUFFLY FOR
CEILING MANTED SENSORS

TELEPHONE /COMPUTER /PATA AUTLET, TWO GANG BOX W/
| GANE COVERPLATE & EROMMETED CPENING +H&" UN2.

CABLE TV AUTLET +i&" UNO.
MOTION SENSOR
EXISTING SWITcH
SINELE PAE SWITcH

\, QUET TOGELE TYPE RATED AT
PARLE FOE SHTTen 10A [10/2TN AC. +42° UND.

THREE WAY SWITcH
SWITCH W/PLOT LT,

AR SWITcH FOR GARPACE DISPOSAL
MANUAL MOTOR STARTER

FIRE ALARM CONTRAL PANEL

GRAND FALLT CIRCUIT INTERRUPTING
LABOR SAVING TANDEM

MAIN LLES ANLY

WITH

CONDUT ONLY

WEATHERPROO™

FURNISHED BY OTHERS, INSTALL & CONNECT
INLESS NOTED OTHERWISE

NATIONAL ELECTRICAL CVE

NOT IN CONTRACT

EXISTING

NEW

REMAVE

RELOCATE

SURFACE MAUNT

UNDERERANP

cAD WATER PIPE

APNVE FINISHEP FLOOR

HEATING ANP AR CONPITIONING RATED CIRCUIT BREASER
NIeHT LieHT

NOTE: NOT AL SYMPA S SHOWN ARE USED N THIS PRAECLT.

ELECT]% R

R |

LIGHT"‘?'NG DEBIGH
1 %

CA REGI@%&TION N0 E13083

/4 [20180

& /7 827 OLIVE STREET

EED. . SANTA BARBARA CA 93105
R (805) 569-0218

B FAX (BOB) 589-2405
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STATE OF CALIFORNIA

Qutdoor Lighting

MRCC-LTO-E (Created 11/19)

CALIFORNIA ENERGY COMMISSION §

CERTIFICATE OF COMPLIANCE

NRCC-LTO-E

STATE OF CALIFORNIA

Qutdoor Lighting

MRCC-LTO-E (Created 11/19)

CALIFORNIA ENERGY COMMISSILS §

CERTIFICATE OF COMPLIANCE

NRCC-LTO-E

STATE OF CALIFORNIA

Qutdoor Lighting

MRCC-LTG-E (Created 11/19)

CALIFORNIA ENERGY COMMISSI19 >

NRCC-LTO-E|

This document is used to demonstrate compliance with requirements in §110.9, §130.0, §130.2, §140.7, and §141.0(b)2L for outdoor lighting scopes using the prescriptive path.

Project Name:

Report Page:

Page 2 of 4

Project Name;

Report Page:

Page 10of 4

Project Address:

Date Prepared:

Project Address:

Date Prepared:

A. GENERAL INFORMATION

(@]

D. EXCEPTIONAL CONDITIONS

CERTIFICATE OF COMPLIAMCE

Project Name: Report Page: Page 3 of 4
Project Address: Date Prepared:

N. EXISTING CONDITIONS POWER ALLOWANCE (alterations only) @

01 |Project Location (city)

04 |Tota| lNluminated Hardscape Area (ft2) ‘

This table is puto-filled with uneditable comments because of selections made or data entered in tables throughout the form.

This Section Does Not Apply

02 [Climate Zone

03 |Outdoor Lighting Zone per Title 24, Part 1 §10-114 or as designated by Authority Having Jurisdiction (AHJ):

[ ] Lz-0: very Low - Undeveloped Parkland

| LZ-2: Moderate - Rural Areas

[_| LZ-4: High - Must be reviewed by CA Energy Commission for Approval

[ ] Lz-1: Low - Developed Parkland

| LZ-3: Moderately High - Urban Areas

B. PROJECT SCOPE

Table instructions: Include any outdoor lighting systems that are within the scope of the permit application and are demonstrating compliance using the prescriptive path
outlined in §140.7 or §141.0{b}21 for alterations.

My project consists of:

01

02

[ New Lighting System

Must Comply with Allowances from §140.7.

[ | Altered Lighting System

Is your alteration increasing the connected lighting load (Watts)?

{ Yes

{ No

03

04

05

% of Existing Luminaires Being Altered’

Sum Total of Luminaires Being Added or Altered

Calculation Method

'FOOTNOTES: % of Existing Luminaires Being Aftered = (Sum Total of Luminaires Being Added or Altered / Existing Luminaires within the Scope of the Permit Application} x 100

C. COMPLIANCE RESULTS

Tabie Instructions: If any cell on this table says "DOES NOT COMPLY" or "COMPLIES with Exceptional Conditions" refer to Table D. for guidance.

Calculation of Total Allowed Lighting Power (Watts) §140.7 or §141.0(b)2L

Compliance Results

01 02 03 04 05 06 07 08 09

Hgfdnsi;ale Per Sales T . Per Specific Existing

Ailowanse + | Application | + | Frontage |+ §140.7(d)2 + Area OR Power =| Total Allowed | = Total Actual 07 Mustbe 08

§140.7(d)1 §140.7(d)2 §140.7(d)2 ' §140.7(d)2 §141.0(b)2L (Watts) (Watts) 2
(See Table I) (See Table J) (See Table K) (See Table L) (See Table M) (See Table N) (See Table F)

+ + +| + OR = =
Cutoff Compliance (See Table G for Details) Not Applicable
Controls Compliance (See Table H for Details)

CA Building Energy Efficiency Standards - 2013 Nenresidential Compliance; http:/fwww energy,ca,govititle?4/2019standards November 2019

No exceptional conditions apply to this project.

E. ADDITIONAL REMARKS

This table includes remarks made by the permit applicant to the Authority Having Jurisdiction.

F. OUTDOOR LIGHTING FIXTURE SCHEDULE

This Section Does Not Apply

G. CUTOFF REQUIREMENTS (BUG)

This Section Does Not Apply

H. OUTDOOR LIGHTING CONTROLS

This Section Does Not Apply

I. LIGHTING POWER ALLOWANCE (per §140.7)

This Section Does Not Apply

O. DECLARATION OF REQUIRED CERTIFICATES OF INSTALLATION

Table instructions: Selections have been made based an infoermation provided in previous tables of this document. If any selection needs to be changed, please explain why in
Table E. Additional Remarks. These documents must be provided to the building inspector during construction and can be found online at hitps://www.energv.ca.gov/
title24/2018standords/2019 compliance documents/Nonresidential Documents/NRCI/

Field Inspector

YES NO Form/Title ol

Pass Fail

® C MNRCI-LTO-01-E - Must be submitted for all buildings. ] ]

@ C NRCI-LTO-02-E - Must be submitted for a lighting control system; or for an Energy Management Control System (EMCS), to be [] ]
recognized for compliance.

P. DECLARATION OF REQUIRED CERTIFICATES OF ACCEPTANCE

Table instructions: Selections have been made based on information provided in previous tables of this document. If any selection needs to be changed, please explain why in
Table E. Additional Remarks. These documents must be provided to the building inspector during construction and must be completed through an Acceptance Test Technician
Certification Provider (ATTCP). For more information visit: hitp./fwww.energy.ca.gov/title24/attcp/providers. htm!

J. LIGHTING ALLOWANCE: PER APPLICATION

J

This Section Does Not Apply

K. LIGHTING ALLOWANCE: SALES FRONTAGE

This Section Does Not Apply

L. LIGHTING ALLOWANCE: ORNAMENTAL

This Section Does Not Apply

M. LIGHTING ALLOWANCE: PER SPECIFIC AREA

This Section Does Not Apply

CA Building Energy Efficiency Standards - 2013 Nenresidential Compliance; http:/fwww energy.ca.pov/title?4/3019standards

November 2018

: Field Inspector
YES NO Form/Title -
Pass Fail
@ C MRCA-LTO-02-A - Must be submitted for all outdoor lighting controls except for alterations where controls area added to < 20 [] ]
57 luminaires.
CA Building Energy Efficiency Standards - 2019 Nonresidential Compliance; http:/fwww energy.ca.gov/title?4/3019standards November 2019

STATE OF CALIFORNIA

Outdoor Lighting

NRCC-LTO-E (Created 11/19) CALIFORNIA ENERGY COMMISSION e
CERTIFICATE OF COMPLIANCE NRCC-LTO-E
Project Name: Report Page: Page 4 of 4
Project Address: Date Prepared:

DOCUMENTATION AUTHOR'S DECLARATION STATEMENT 2

| certify that this Certificate of Compliance documentation is accurate and complete

Documentation Author Name:

JOHN MALONEY PE

Documentation Author Signature:

Company: JMPE Signature Date: { i
Address: 627 QLIVE STREET CEA/ HERS Certification Identificawf applicable):
City/State/Zip: SANTA BARBARA, CA 93105 Phone: 805-569-9216

RESPONSIBLE PERSON'S DECLARATION STATEMENT

| certify the following under penalty of perjury, under the laws of the State of California:

1. The information provided on this Certificate of Compliance is true and carrect.

2. | am eligible under Division 3 of the Business and Professions Code to accept responsibility for the building design or system design identified on this Certificate of
Compliance (responsible designer)

3. The energy features and performance specifications, materials, components, and manufactured devices for the building design or system design identified on this
Certificate of Compllance conform to the requirements of Title 24, Part 1 and Part 6 of the California Code of Regulations.

4, The building design features or system design features identified on this Certificate of Compliance are consistent with the information provided on other applicable
compliance documents, worksheets, calculations, plans and specifications submitted to the enforcement agency for approval with this building permit application.

5. | will ensure that a completed signed copy of this Certificate of Compliance shall be made available with the building permit{s) issued for the building, and made available
to the enforcement agency for all applicable inspections. | understand that a completed signed copy of this Certificate of Compliance is required to be included with the
documentation the builder provides to the building owner at occupancy.

Responsible Designer Name:

JOHN MALCNEY PE

Responsible Designer Signature:

(e

Company : IMPE Date Signed:
Address: 627 QLIVE STREET License: \)613083 /06-30-2021
City/State/Zip: SANTA BARBARA, CA 93105 Phone: 805-569-9216

CA Building Energy Efficiency Standards - 2012 Nonresidential Compliance; http://wvow.energy.ca.govftitle24/2019standards

November 2019
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ADJACENT INDUSTRIAL USE STRUCTURE
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TREES

*

SHRUBS

ADJACENT STRUCTURE

BOTANICAL NAME COMMON NAME CONT  WUCOLS ECHINOCACTUS GRUSONII GOLDEN BARREL CACTUS
* AGONIS FLEXUOSA PEPPERMINT TREE 24BOX  LOW FESTUCA CALIFORNICA “RIVER HOUSE BLUES" CALIFORNIA FESCUE
« BRACHYCHITON ACERIFOLIUS FLAME TREE 15GAL  LOW F LS PUALA TR

YUCCA ELEPHANTIPES SOFT-TIPPED YUCCA 15GAL  VERY LOW ECIIER A SPUEN SRR SO

AEONIUM ARBOREUM “ZWARTKOP® BLACK ROSE AEONIUM 1GAL  LOW

MACFADYENA UNGUIS-CATI YELLOW TRUMPET VINE

AGAVE AMERICANA CENTURY PLANT 5GAL  VERY LOW

PORTULACARIA AFRA ELEPHANT BUSH
AGAVE PARRASANA CENTURY PLANT 5GAL  VERY LOW

SANSEVIERIA TRIFASCIATA “LAURENTI SANSEVIERIA
AGAVE PARRYI TRUNCATA ARTICHOKE AGAVE 5GAL  VERYLOW

SENECIO MANDRALISCAE "BLUE CHALK STICKS®  SENECIO
ALOE X “BLUE ELF" ALOE 1GAL  LOW

SOLLYA HETEROPHYLLA AUSTRALIAN BLUEBELL
BOUGAINVILLEA X "TORCH GLOW' TORCH GLOW BUSH BOUGAINVILLEA  5GAL  LOW

GROUND COVERS  BOTANICAL NAME COMMON NAME

CISTUS X SKANBERGII CORAL ROCKROSE 1GAL  LOW

DROSANTHEMUM FLORIBUNDUM SHOWY DEWFLOWER

CRASSULA OVATA LARGE JADE PLANT 1GAL  LOW

DISTICTIS BUCCINATORIA BLOOD RED TRUMPET VINE 1GAL  LOW GAZANIA UNIFLORA GOLD NUGGETS

ECHEVERIA SUBRIGIDA RED EDGE ECHEVERIA 1GAL  LOW . INDICATES CITY DESIGNATED STREET TREE - CONFIRMED BY

SANTA BARBARA PARKS AND REC. DEPT. 07-02-2020

NOTES

1. TOTAL SQUARE FOOTAGE OF LANDSCAPED AREA IS 3,162 SQUARE
FEET.

2. ALL PLANT MATERIAL SELECTED IS DROUGHT TOLERANT WITH LOW
AND VERY LOW WATER NEEDS AS PER WUCOLS AND THE CITY
WUCOLS ADDENDUM.

3. LANDSCAPE AREAS SHALL BE COVERED WITH MULCH MATERIAL TO
AN AVERAGE THICKNESS OF AT LEAST THREE INCHES THROUGHOUT,
EXCEPT IN THE IMMEDIATE VICINITY OF WOODY TRUNKS.

PLANTING DESIGN CRITERIA:

THE PLANT PALETTE IS COMPRISED OF PLANT MATERIAL AND TREES
KNOWN TO THRIVE IN THE LOCAL CLIMATE AND SOIL CONDITIONS. THIS
PLANT PALETTE COUPLED WITH THE IRRIGATION SYSTEM DESCRIBED, HAS
BEEN DESIGNED TO MEET OR EXCEED THE STATE AND LOCAL
STANDARDS FOR WATER CONSERVATION THROUGH WATER EFFICIENT
LANDSCAPE IRRIGATION DESIGN. LOW WATER SHRUBS AND
GROUNDCOVERS COMPRISE 100% OF THE TOTAL LANDSCAPED AREA.

THIS PLAN WILL COMPLY WITH MUNICIPAL CODE REQUIREMENT AND
STATE WATER EFFICIENT LANDSCAPE ORDINANCES (MWELO).

IRRIGATION DESIGN CRITERIA:

THE IRRIGATION DESIGN WILL COMPLY WITH THE LOCAL AND THE
STATE WATER CONSERVATION REQUIREMENTS. THE WATER
CONSERVATION METHOD FOR NEW ORNAMENTAL LANDSCAPE
PLANT MATERIAL HAS VERY LOW TO LOW WATER USE. A WEATHER
SENSING, 'SMART CONTROLLER" WILL BE USED TO MONITOR THE
IRRIGATION WATER AND MANAGE DAILY WATER CONSUMPTION TO
THE MINIMUM REQUIREMENTS FOR EACH HYDROZONE. ALL TREES,
SHRUBS, AND GROUNDCOVER AREAS WILL BE IRRIGATED ON
SEPARATE HYDROZONES SO THAT ONCE ESTABLISHED, WATER CAN BE
REGULATED IN A MORE EFFICIENT MANNER. TREES WILL BE IRRIGATED
BY BUBBLERS. ALL ORNAMENTAL PLANTING WILL RECEIVE DRIP

IRRIGATION OR OTHER HIGHLY EFFICIENT IRRIGATION.

MWELO WATER CALCULATIONS:

5 GAL VERY LOW L
Reference Evapotranspiration (Eto)___ 40.6
Hydrozone # | Plant Factor | Irrigation Irrigation | ETAF (PF/IE) | Landscape | ETAF x Area | Estimated Total
1 GAL LOW /Planting (PF) Method Efficiency Area (Sq, ft) Water Use
Description® (IE) (ETWU)
Regular Landscape Areas
TGAL oW 864.81 21769
Drip 0.00 0
5 GAL VERY LOW 222.22 5594
Totals 3162 1087.04 27363
5 GAL VERY LOW ETWU Total 27363
Maximum Allowed Water Allowance (MAWA) 35817
1 GAL LOW
1 GAL VERY LOW
5 GAL LOW
1 GAL LOW
1 GAL LOW
CONT WUCOLS
PLUGS LOW
PLUGS LOW
0 20 40 60 feet

1"=20'

[T

-

rrmdesign.com | (805) 543-1794
3765 S. Higuera, San Luis Obispo, CA 93401

THE INCLUDED DRAWINGS, SPECIFICATIONS, IDEAS, DESIGNS AND ARRANGEMENTS
REPRESENTED THEREBY ARE AND SHALL REMAIN THE PROPERTY OF RRM DESIGN
GROUP AND NO PART THEREOF SHALL BE COPIED, DISCLOSED TO OTHERS OR
USED IN CONNECTION WITH ANY WORK OR PROJECT OTHER THAN THE SPECIFIED
PROJECT FOR WHICH THEY HAVE BEEN PREPARED AND DEVELOPED WITHOUT THE
WRITTEN CONSENT OF RRM DESIGN GROUP. VISUAL CONTACT WITH THESE DRAWINGS
OR SPECIFICATIONS SHALL CONSTITUTE CONCLUSIVE EVIDENCE OF ACCEPTANCE OF THESE
RESTRICTIONS. SUBMITTAL OF THESE DOCUMENTS FOR PUBLIC AGENCY REVIEW
SHALL NOT BE CONSIDERED A WAIVER OF RRM DESIGN GROUP'S RIGHTS.

RRM DESIGN GROUP COPYRIGHT 2020.
RRM IS A CALIFORNIA CORPORATION

2 SOUTH QUARANTINA
MARBORG PROPERTY
2 S. Quarantina St, Santa Barbara, CA 93103
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